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Code Title  Edition  

Indiana Residential Code 2009 
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Proponent  Title  

Charlie Eldridge Consultant 
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551 Grassy Ln., Indianapolis, IN  46217 (317) 370-3444 

PROPOSED CODE CHANGE (Check One) 

 Change to read as follows Add to read as follows  Delete and substitute as follows  Delete without substitution 

E3407.1 Grounded conductors. Insulated grounded conductors of sizes 6 AWG or smaller shall be identified by a continuous white 
or gray outer finish or by three continuous white stripes on other than green insulation along the entire length of the conductors. 
Conductors of sizes larger than 6AWGshall be identified either by a continuous white or gray outer finish or by three continuous 
white stripes on other than green insulation along its entire length or at the time of installation by a distinctive white or gray marking 
at its terminations. This marking Marking at the time of installation shall encircle the conductor or insulation and be at least 3" along 
the conductor from the point of termination. 
 
 

REASON AND FISCAL IMPACT 

There are AHJs that require the entire visible length of conductor to be fully covered with marking tape. 
 

REVIEW RECOMMENDATION 

Approve 

Disapprove 

Approve as amended 

Further Study 

 

 


